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ALIGN DEVICES VERTICALLY
WHERE SHOWN STACKED IN
PLAN VIEW

LIFE SAFETY DEVICES-CENTER
ABOVE ELEC DEVICES, SIGNS,
OR FEC BELOW

WALL MTD SIGNAGE, WHERE
SCHED

DOOR LATCH, PANIC DEVICE

LIGHT SWITCHES, THERMOSTAT
INSTALLATION HEIGHTS FOR
ELECT. SWITCHES & ELECT.
OUTLETS ARE TO BE
MEASURED (BY INSTALLING
ELECTRICIAN) TO THE HIGHEST
OPERABLE PART.  SEE 1117B.6.5

TELECOM, OCCUPANCY SENSOR,
FIRE ALARM

CARD READER, DOOR CONTROL
DEVICES

DOOR FRAME/WALL OPNG WHERE
OCCURS

VOICE/DATA/POWER DEVICES,
UON

FIN FLR AS SCHED

LOCATE DEVICES 6" FROM
DOOR/WALL OPNG, OR AS
DIMENSIONED, WHERE NOT
DIMENSIONED, LOCATE AT
NEAREST MET STUD FROM
LOCATION SHOWN ON FLOOR
PLAN

PLAN VIEW

ELEV VIEW
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GLASS
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4"4" 4 1/16"

1/2 CLEAR
TEMPERED
GLASS
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SINGLE - FLAT PANEL
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SINGLE - FLUSH

VISION LIGHT

2'
 -
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 -
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9" 4"

VISION LIGHT
TEMPERED,
WIRED OR FIRE
RATED GLASS
AS REQUIRED,
SEE SCHEDULE
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6" 3' - 0" 6"

FINISH: OLD CASTLE BONE WHITE
351X035 GLOSS

1
HM SINGLE DOOR FRAME

2
HM DOUBLE DOOR FRAME

BLAST RESISTANT SINGLE ALUMINUM
STOREFRONT FRAME

BLAST RESISTANT DOUBLE ALUMINUM
STOREFRONT FRAME

3 4

1A
HM PATIENT LIFT DOOR FRAME

1' - 6"

1'
 -
 3
"

EQ EQ

CL

2' - 0" 2' - 0"

FINISH: OLD CASTLE BONE WHITE
351X035 GLOSS

FINISH: OLD CASTLE BONE WHITE
351X035 GLOSS

SLIDING PANELS
HAVE BREAKOUT
FUNCTION FOR
EMERGENCY EGRESS

1/2 CLEAR
TEMPERED
GLASS

4

AS710

Sim

PARTITION TYPE AS SCHEDULED
ON AS740, PROVIDE FRAMING AS
INDICATED BY METAL STUD
FRAMING DIAGRAM ON AS742

HOLLOW METAL FRAME

DOOR PANEL TYPE AS SCHEDULED

TYPICAL METAL STUD ANCHOR

2"
1 
1/
2"

2"

1/
2"

SMOKE & FIRE GASKET AT
RATED DOORS, SEE SCHEDULE

BOX STUD,
SEE

SCHEDULED FINISH
WHERE OCCURS

/8 AS742

/9 AS742

DOOR STOP TERMINATION 6" ABOVE FINISH
FLOOR WITH BEVEL EDGE TYPICAL AT INTERIOR
DOORS SEE DETAIL 5/-

1. DOOR DETAILS ARE TYPICAL & SHOW CONFIGURATION OF FRAMES: SEE
PLANS FOR PARTITION TYPES AND ORIENTATION. SEE DOOR DEVICE
ALIGNMENT DIAGRAM FOR DIMENSIONS FROM DOOR FRAME.

2. STANDARD STEEL FRAME PROJECTIONS FROM THE BASE WALL WILL BE 1/2
INCH. THE REFERENCED BASE JAMB AND HEAD DETAILS RELATE TO THE BASE
WALL CONDITION ONLY.

3. REFER TO DETAILS 8 & 9/AS742 FOR OPENING FRAMING OF INTERIOR
PARTITIONS AND BASE ATTACHMENT AT FLOOR.

4. EXIT DOORS SHALL BE OPENABLE FROM THE INSIDE WITHOUT THE USE OF A
KEY OR ANY SPECIAL KNOWLEDGE OF EFFORT, EXCEPT USING SPECIAL
EGRESS CONTROL DEVICE.

5. RATED DOORS TO BE POSITIVE LATCHING.
6. PROVIDE ALL RATED DOORS ASSEMBLIES WITH APPROVED GASKETING
MATERIAL INSTALLED TO PROVIDE A SEAL WHERE THE DOOR MEETS THE STOP
ON BOTH JAMBS AND HEAD.

7. MANUFACTURERS’ INSTALLATION INSTRUCTIONS SHALL BE AVAILABLE ON THE
JOB SITE FOR ALL RATED DOOR ASSEMBLIES.
8. SECURITY DOORS: ALL DOORS WITH SECURITY DEVICES SHALL BE
COORDINATED WITH THE REQUIREMENTS OF THE SECURITY SYSTEM. SEE
SECURITY DRAWINGS.

9. COORDINATE AUTOMATIC SLIDING DOORS AND AUTOMATIC DOOR OPERATOR
WITH ELECTRICAL DRAWINGS.

10. DOOR OPENINGS SHALL TYPICALLY BE 4 INCHES FROM FACE OF WALL UNLESS
OTHERWISE NOTED.
11. MAINTAIN 1’-6” CLEAR ON THE PULL SIDE OF DOOR FOR ACCESSIBLE WHEEL
CHAIR ACCESS.

12. CLOSER EFFORT: MAXIMUM EFFORT TO OPERATED DOOR SHALL NOT EXCEED
5 POUNDS FOR EXTERIOR AND INTERIOR DOORS AND NOT TO EXCEED 15 POUNDS
ON FIRE DOORS.
13. SWEEP PERIOD: PERIOD OF CLOSURE SO THAT FROM AN OPEN POSITION OF
70 DEGREES, THE DOOR WILL TAKE AT LEAST 3 SECONDS TO MOVE TO A
POINT 3 INCHES FROM THE LATCH. FROM AN OPEN POSITION OF 90 DEGREES,
THE TIME REQUIRED TO MOVE THE DOOR TO A POSITION OF 12 DEGREES
FROM THE LATCH WILL TAKE A MINIMUM OF 5 SECONDS.

14. THIS SCHEDULE IS INCLUDED FOR THE CONVENIENCE OF THE CONTRACTOR
ONLY. ERRORS AND OMISSIONS ON THE SCHEDULE DO NOT RELIEVE THE
CONTRACTOR FROM THE REQUIREMENTS OF THE DRAWINGS AND
SPECIFICATIONS. EE SPECIFICATIONS FOR SUBMITTAL REQUIREMENTS.

15. SUBMIT DOOR AND HARDWARE SCHEDULE FOR OWNER AND ARCHITECT
REVIEW AND APPROVAL

16. SEE DETAIL #1 ON THIS SHEET FOR TYPICAL DEVICE ELEVATIONS AT DOORS.
17. ALL DOORS SERVING REQUIRED EXITS, SMOKE BARRIERS OR ENCLOSURES
OF VERTICAL OPENINGS AND HZARDOUS AREAS SHALL BE SELF-CLOSING, PER

NFPA 101 §18.3.6.3.11
18. PROVIDE METAL WALL BACKING TYPE B FOR WALL DOOR STOP.

  7/8" METAL STUDS   11/16"

CONVENTIONAL
PLASTER

GYP  LATH

VENEER PLASTER
ON PLASTER BASE

TROWL CUT AT
FRAME EDGES

ANCHOR

STANDARD
FRAME

  1/4"

METAL STUD AND PLASTER PARTITIONS

TILE FINISH

STANDARD
FRAME

ANCHOR

CAULK
BOTH SIDES

CEMENT BACKER
BOARD

CERAMIC TILE

GWB

  1/4"

  7/8" METAL STUDS   3/4"

MASONRY BLOCK PLASTERED

  1/4"

NOM. CMU   7/8"  5/8"

PLASTER WITHOUT
LATH

GROUT STANDARD FRAME

ADJUSTABLE ANCHOR

CAULK ALL AROUND

  1/2" 2' - 7 1/4"   1/2"

***

CAULK ALL AROUND

ADJUSTABLE ANCHOR

STANDARD FRAME

GROUT

EXPOSED MASONRY OR BRICK

*** FRAME WIDTH FOR
NOMINAL MASONRY
4 3/4" w/ 4" CMU
6 3/4" w/ 6" CMU
8 3/4" w/ 8" CMU

NOTE:
SHOWING SWING
OF DOUBLE EGRESS DOORS.

DOUBLE EGRESS DOOR FRAME

A B

C

A B

C

NOTE:
SHOWING SWING
OF DOUBLE EGRESS DOORS.

DOOR

PLAN

JAMB SIDE  A JAMB SIDE  B

DOOR
STOP
(BEYOND)

DOOR

HEAD C

DOUBLE EGRESS DOOR SECTIONS

PARTITION

MASONRY

AS REQ'D

CERAMIC TILE
FINISH WHERE
REQUIRED

CAULK ALL
AROUND

ADJUSTABLE
ANCHORS

GROUNT

STANDARD
FRAME

FRAMES IN MASONRY PARTITION

FACED WITH GWB

STUD WIDTH

METAL

CERAMIC TILE
FINISH WHERE
REQUIRED

CAULK ALL
AROUND
BOTH SIDES

STANDARD
FRAME FOR
DRY WALLS

JAMB ANCHORS

DOUBLE STUDS
BACK TO BACK

DRYWALL, THICKNESS
SINGLE OR DOUBLE
AS REQUIRED

FRAMES IN METAL STUD PARTITION

THROAT OPNG = PARTITION WIDTH + 1/8" MIN

  1/2"   1/2"

ADD RETURN ON FRAME
WHERE DRY WALL FINISH IS
REQ'D

 
 
2"

 
 

5/
8"

(DOOR SIDE)

  1 15/16" VARIES VARIES

GAUGE AS SPECIFIED

STANDARD DOOR FRAME

AUTOMATIC
OPERATOR SLIDING
DOOR ASSEMBLY

CONT SEALANT WITH
BACKER ROD, TYP

SEE PLAN FOR WALL TYPE

CORNER BEAD, TYP

BOX STUD

SCHEDULED FLOOR
FINISH OVER
CONCRETE SLAB

DOOR BOTTOM SWEEP

DOOR STOP

BEVELED EDGE

FINISHED FLOOR

HOLLOW METAL
DOOR FRAME
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100% CONSTRUCTION DOCUMENTS

 3/8" = 1'-0"
1

DOOR DEVICE ALIGNMENT DIAGRAM

G
AUTOMATIC SLIDING

 6" = 1'-0"
2

TYP HOLLOW METAL DOOR JAMB DETAIL

DOOR NOTES

SCHEDULE ABBREVIATIONS

HM HOLLOW METAL
SCWD SOLID CORE WOOD DOOR
PT PAINT
W WIDTH
MDH MAGNETIC DOOR HOLDER
CR CARD READER

DOOR FRAME TYPESDOOR PANEL TYPES

 3/4" = 1'-0"
3

DOOR FRAME DETAILS

 1 1/2" = 1'-0"
4

SLIDER HEAD / SILL DETAIL

DOOR SCHEDULE

DOOR NUMBER

LOCATION DOOR FRAME

FIRE RATING

HARDWARE

GROUP

DETAILS

COMMENTS

FROM ROOM:

NUMBER FROM ROOM: NAME

TO ROOM:

NUMBER TO ROOM: NAME

PANEL

TYPE WIDTH HEIGHT DOOR MATERIAL FINISH VISION LIGHT FRAME TYPE MATERIAL FINISH HEAD JAMB THRESHOLD

1D01 1D01 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D01A 1D01A RESIDENT BATHROOM 1D01 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D01B 1D01 RESIDENT BEDROOM 1D01 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D02 1D02 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D02A 1D02A RESIDENT BATHROOM 1D02 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D02B 1D02 RESIDENT BEDROOM 1D02 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D04 1D04 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D04A 1D04A RESIDENT BATHROOM 1D04 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D04B 1D04 RESIDENT BEDROOM 1D04 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D05 1D05 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D05A 1D05A RESIDENT BATHROOM 1D05 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D05B 1D05 RESIDENT BEDROOM 1D05 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D10 1D10 MEDICATION ROOM 1D-1 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3 2/AS710 2/AS710 CR

1D11 1D11 CORRIDOR 1D-1 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN SH-3 2/AS710 2/AS710 CR

1D11A 1D11A CLEAN LINEN STORAGE 1D11 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3C 2/AS710 2/AS710

1D11B 1D11B UTILITY ROOM, SOILED 1D11 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3C 2/AS710 2/AS710

1D11C 1D11C TOILET, STAFF 1D11 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS NR 02 2/AS710 2/AS710

1D11D 1D11D HOUSE KEEPING 1D11 CORRIDOR B 3' - 6" 7' - 0" HM PT TEMPERED GLASS 1 HM WS NR 02 2/AS710 2/AS710

1D12 1D12 TOILET,  VISITOR 1D-1 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 02JA 2/AS710 2/AS710

1D13 1D13 STORAGE 1D-1 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 05 2/AS710 2/AS710

1D15 1D15 NURSES' BREAK ROOM 1D-3 FOYER A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 01S 2/AS710 2/AS710

1D17 1D17 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D17A 1D17A RESIDENT BATHROOM 1D17 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D17B 1D17 RESIDENT BEDROOM 1D17 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D18 1D18 RESIDENT BEDROOM 1D-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1D18A 1D18A RESIDENT BATHROOM 1D18 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1D18B 1D18 RESIDENT BEDROOM 1D18 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1D-1 1D-1 CORRIDOR E 7' - 4" 7' - 0" HM/GLASS PT TEMPERED GLASS 4 HM PT NR 12C 3/AS710 3/AS710 MDH, ALC

1D-3 1D-3 FOYER E 6' - 2" 6' - 11 3/4" ALUMINUM/GLASS ANODIZED LAMINATED GLASS 4 ALUMINUM ANODIZED NR E9A ALC

1E01 1E01 RESIDENT BEDROOM 1E-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E01A 1E01A RESIDENT BATHROOM 1E01 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E01B 1E01 RESIDENT BEDROOM 1E01 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E02 1E02 RESIDENT BEDROOM 1E-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E02A 1E02A RESIDENT BATHROOM 1E02 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E02B 1E02 RESIDENT BEDROOM 1E02 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E04 1E04 NURSES' BREAK ROOM 1E-3 FOYER A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 01S 2/AS710 2/AS710

1E06 1E06 STORAGE 3' - 0" 7' - 0" SCWD PT NONE 1 HM PT 45 MIN 05 2/AS710 2/AS710

1E07 1E07 TOILET,  VISITOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 02JA 2/AS710 2/AS710

1E08 1E08 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN SH-3 2/AS710 2/AS710 CR

1E08A 1E08A HOUSE KEEPING 1E08 CORRIDOR B 3' - 6" 7' - 0" HM PT TEMPERED GLASS 1 HM WS NR 05 2/AS710 2/AS710

1E08B 1E08B TOILET, STAFF 1E08 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS NR 02 2/AS710 2/AS710

1E08C 1E08C UTILITY ROOM, SOILED 1E08 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3C 2/AS710 2/AS710

1E08D 1E08D CLEAN LINEN STORAGE 1E08 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3C 2/AS710 2/AS710

1E09 1E09 MEDICATION ROOM B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3 2/AS710 2/AS710 CR

1E10 1E10 RESIDENT BEDROOM C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E10A 1E10A RESIDENT BATHROOM 1E10 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E10B 1E10 RESIDENT BEDROOM 1E10 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E11 1E11 RESIDENT BEDROOM C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E11A 1E11A RESIDENT BATHROOM 1E11 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E11B 1E11 RESIDENT BEDROOM 1E11 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E13 1E13 RESIDENT BEDROOM 1E-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E13A 1E13A RESIDENT BATHROOM 1E13 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E13B 1E13 RESIDENT BEDROOM 1E13 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E14 1E14 RESIDENT BEDROOM 1E-1 CORRIDOR C 4' - 0" 7' - 0" SCWD PRE-FINISHED NONE 1 HM WS 45 MIN R1 2/AS710 2/AS710 SMOKE RATED

1E14A 1E14A RESIDENT BATHROOM 1E14 RESIDENT BEDROOM A 4' - 0" 7' - 0" SCWD PT NONE 1A HM WS NR R3 2/AS710 2/AS710

1E14B 1E14 RESIDENT BEDROOM 1E14 RESIDENT BEDROOM A 1' - 8" 7' - 0" SCWD PT NONE 1 HM WS NR R2 2/AS710 2/AS710

1E15 1E15 UTILITY ROOM 1E-2 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN 05 2/AS710 2/AS710

1E17 1E17 TEL/DATA ROOM 1E-2 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN SH-3 2/AS710 2/AS710 CR

1E18 1E18 LAUNDRY ROOM 1E-2 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN 03 2/AS710 2/AS710 MDH

1E19A 1E19 MECHANICAL ROOM 1E22 WH/BOILER ROOM A 3' - 0" 7' - 0" SCWD PT NONE 1 HM PT NR 05 2/AS710 2/AS710

1E19B 1E19 MECHANICAL ROOM 1E21 ELECTRICAL ROOM A 3' - 0" 7' - 0" SCWD PT NONE 1 HM PT NR 05 2/AS710 2/AS710

1E20 1E20 STORAGE 1E16 LOBBY A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS 45 MIN 05 2/AS710 2/AS710

1E21A 1E21 ELECTRICAL ROOM D 6' - 0" 8' - 5" HM PT NONE 3 HM PT NR 03 3/AS710 3/AS710 ALC

1E22A 1E22 WH/BOILER ROOM 1E-2 CORRIDOR B 3' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 1 HM WS 45 MIN 05 2/AS710 2/AS710 ALC

1E22B 1E22 WH/BOILER ROOM D 6' - 0" 8' - 5" HM PT NONE 3 HM PT NR E8 3/AS710 3/AS710 ALC

1E23 1E23 FIRE SPRINKLER ROOM A 3' - 0" 8' - 5" HM PT NONE 3 HM PT NR E3 3/AS710 3/AS710

1E24 1E24 CHILLER YARD 1E21 ELECTRICAL ROOM A 3' - 0" 7' - 0" HM PT NONE 3 HM PT NR E3 3/AS710 3/AS710

1E-1 1E-1 CORRIDOR 1E-2 CORRIDOR B 8' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 2 HM PT 45 MIN 12C 3/AS710 3/AS710 MDH

1E-2A 1E-2 CORRIDOR 1D-1 CORRIDOR B 8' - 0" 7' - 0" SCWD PT FIRE RATED GLASS 2 HM PT 45 MIN 12C 3/AS710 3/AS710 MUST COMPLY WITH ALL REQUIREMENTS OF
NFPA 101 §18.3.7.8.  MDH

1E-2B 1E-2 CORRIDOR G 16' - 1" 8' - 8" ALUMINUM/GLASS FACTORY FINISH LAMINATED GLASS INTEGRAL ALUMINUM FACTORY NR 07 4/AS710 4/AS710 EMERGENCY BREAKOUT FUNCTION, ALC

1E-3 1E-3 FOYER E 6' - 2" 6' - 11 3/4" ALUMINUM/GLASS ANODIZED LAMINATED GLASS 4 ALUMINUM ANODIZED NR E9A ALC

IE25 1E25 STORAGE 2' - 6" 7' - 0" SCWD PT NONE 1 HM PT NR R2 2/AS710 2/AS710

IE26 1E-1 CORRIDOR A 3' - 0" 7' - 0" SCWD PT NONE 1 HM WS NR 03 2/AS710 2/AS710

Grand total: 73

H HEIGHT
PG PAINT GRADE
SS STAINLESS STEEL
NR NON RATED
ALC ALARM CONTACT

N.T.S.
5

HOLLOW METAL DOOR
FINISH: OLD CASTLE BONE WHITE

351X035 GLOSS
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